











City of Eugene
COMET4 Facility Report

o . Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report )

Facility: \Kaufman Center\Kaufman Ctr Maintenance Bldg
Address: 996 Jefferson St, Eugene, OR

Attributes:
Building Use Warehouse
Classification CCP - Community Centers &
~ Pools
Department SOLD
General Information:
Function: Year Built: 4910
Gross Area: 240 S.F. Last Renovation:

Facility Description:

The Kaufman House Maintenance Building, Facility 1D 20702, is located at 996 Jefferson St in Eugene, OR. The 1-story, 240 SF
building was constructed in 1910. There have been no additions; there were two changes over the years at unknown times: add
lighting and outlets and replace original garage door with a roll up type.

STRUCTURE/EXTERIOR-CLOSURE: The building, which appears to rest on a slab-on-grade foundation showed no signs of
settlement. The superstructure is load bearing stud walls and concrete slab-on-grade construction with wood joists, and a pitched
roof. The exterior enclosure is comprised of painted wood siding on stud walls with wood frame fixed pane windows. The exterior
doors are one solid core wood and one roll up garage door with glazing. The roof covering is asphalt composition shingles which
appeared to be in fair condition with no reported leaks. The building roof does not have gutters and downspouts. The building
entrances did not appear to comply with ADA requirements.

INTERIORS: The interior is a signal room with exposed stud walls. The interior finishes are exposed concrete floor and exposed
wood joists ceiling. : '

SERVICES:

PLUMBING: There are no plumbing systems in this building.

HVAC: There are no HVAC systems in this building.

FIRE PROTECTION/LIFE SAFETY: Thgre is no installed fire protection in this building.

ELECTRICAL: A single circuit from the main house provides 1-phase, 3-wire, 120/240 volt service for the surface mount fluorescent
fixtures and the electrical receptacles.

COMMUNICATIONS AND SECURITY: There are no telephone, data, or alarm systems in this buildking.

Current Repair Cost: $585.00 Replacement Cost: $44,425.00 FCI: 1.32%

20-Mar-2009 20-Mar-2009



City of Eugene
COMET4 Facility Report

o . Report Date: 08 Oct 2010
Eugene, OR ‘ Facility Executive Summary Report

Facility: \Kaufman Center\Kaufman Ctr Maintenance Bldg (continued)

Building Condition:

Calc
Unit of Next Next
Systom Unlt Price$ Moas Qty Renewal% Renewal$ Life nstalled Renewal Renewal 1% Deficiancy$ Replacement Value FCI%

Total $185.10 S.F. 240 105 $46,601 69 1925 1925 2011 32 $585 $44,425 1
Substructure $57.34 S.F. 240 100 $13,761 100 1910 $13,761
Foundations $57.34 S.F. 240 100 $13,761 100 1910 . $13,761
Standard Foundations $43.08 SF. 240 100 . $10,339 100 1910 $10,339
Slab on Grade $14.26 S.F. 240 100 $3,422 100 1910 $3,422
Shell $91.95 SF. 240 106 $28,382 67 1938 1940 2011 51 $22,067
Superstructure $43.91 SF. 240 100 $10,539 100 1910 $10,539
Floor Construction $30.54 SF. 240 100 $7,329 100 1910 $7,329
Roof Construction $13.37 S.F. 240 100 $3.210 100 1910 $3,210
Exterior Enclosure $28.16 SF. 240 106 $7.184 55 1910 1940 2011 3 $6,759
Exterior Walls $10.49 SF. 240 100 $2,517 100 1910 $2,517
Exterior Windows $7.04 S.F. 240 110 $1,858 30 1910 1940 2011 3 $1,689
Exterior Doors $10.64 S.F. 240 110 $2,809 30 1910 1940 2011 3 $2,553
Roofing $19.87 S.F. 240 119 $5,659 20 2008 2028 90 $4,769
Roof Coverings $17.22 S.F. 240 120 $4,961 20 2008 2028 90 $4,134
Roof Openings $2.65 S.F. 240 110 $698 20 2008 2028 90 $635

Interiors $2.89 S.F. 240 110 $764 35 1910 1925 2012 2 $585 $694 84

Interior Construction $221 SF. 240 110 $585 15 1910 1925 $585 $531 110

Fittings $2.21 SF. 240 110 $585 15 1910 1925 $585 $531 110
Interior Finishes $0.68 S.F. . 240 110 $179 100 1910 2010 2012 2 $163
Floor Finishes $0.68 S.F. 240 110 $179 100 1910 2010 2012 2 $163
Services $32.93 S.F. 240 110 $8,694 28 1910 1925 2012 7 $7,903
Electrical $32.93 SF. 240 110 $8,694 28 1910 1925 2012 7 $7,903
Lighting and Branch Wiring . $29.16 SF. 240 110 $7,699 30 1910 1940 2012 7 $6,999
Communications and Security $3.77 SF. 240 110 $995 15 1910 1925 $004




City of Eugene
COMET4 Facility Report

Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report P

Facility: \Kaufman Center\Kaufman Ctr Maintenance Bldg (continued)

Renewal Schedule:

Systems 2010 2011 2012 2013 2014 2015 2016 2017 2018 2019 2020
Total $585 $4,760 $8,19%
Substructure
Foundations
Standard Foundations
Slab on Grade
Shell $4,760
Superstructure
Floor Construction
Roof Construction
Exterior Enclosure $4,760
Exterior Walls
Exterior Windows $1,895
Exterior Doors $2,865
Roofing
Roof Coverings
Roof Openings
Interiors $585 $186
Interior Construction $585
Fittings $585 ]
Interior Finishes $186
Floor Finishes $186
Services $8,010
Electrical $8,010
Lighting and Branch Wiring $8,010
Communications and Security




City of Eugene
COMET4 Facility Report

o . Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report _

Facility: \Kaufman Center\Kaufman Ctr Maintenance Bldg (continued)

- Deficiency Sheet:
Deficiency: Surveyor/Update: Rick Rankin Thu, 04-Jun-2009
Assembly: C1030 Priority: 3
System: Fittings Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note: , )
Estimates:
Raw Cost $390.98
Plus or (Minus) Additional Cost $0.00

Total Estimated Amount $390.98



City of Eugene

COMET4 Facility Report Report Date: 08 Oct 2010

Eugene, OR Facility Executive Summary Report port Late: ©
Facility: \Kaufman Center\Kaufman Ctr Outbuilding
Address: 996 Jefferson St, Eugene, OR
Attributes:

Building Use Warehouse

Classification CCP - Community Centers &

Pools

Department LRCS
General Information:

Function: ] Year Built: 1960

Gross Area: 275 S.F. Last Renovation:

Facility Description:

The Kaufman Center Outbuilding, Facility ID 20703, is located at 996 Jefferson St in Eugene, OR. The 1;story; 275 SF building was
constructed in 1960. There have been no additions or renovations.

STRUCTURE/EXTERIOR CLOSURE: The superstructure is wood beams with wood plank flooring and wood joists, pitched roof
construction. The exterior enclosure is comprised of painted wood siding on stud walls with wood frame fixed single pane
windows. The exterior door is solid wood without glazing and appeared in poor condition. The asphalt composition shingle roofing
appeared to be in fair condition with no reported leaks. The building roof does not have gutters or downspouts. The building
entrance does not comply with ADA requirements. ’

INTERIORS: The interior is a signal room with exposed stud walls. The interior-finishes are exposed unfinished wood floor and
exposed wood joists ceiling.

SERVICES: .

PLUMBING: There are no plumbing systems in the building.

HVAC: There are no HVAC systems in the building. '

FIRE PROTECTION/LIFE SAFETY: There is no installed fire protection in this building.
ELECTRICAL: There are no electrical systems in the building.

COMMUNICATIONS/SECURITY: There are no telephone, data, or alarm systems in this building.

Current Repair Cost: $1,952.00 Replacement Cost: $26,985.00 FCI: 7.23%

20-Mar-2009 20-Mar-2009



City of Eugene

Eugene, OR

COMET4 Facility Report

Facility Executive Summary Report

Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman Ctr Outbuilding (continued)

Building Condition:

Cale .
Unit of Next Next
System Unit Price$ Meas Qty Renewal% Renewal$ Life installed Ranewal Renewal Ci% Deficloncy$ Replacemont‘ Valus FClI%

Total $98.13 SF. 275 107 $28,895 35 1970 1975 2010 54 $1,952 $26,086 7

Shell $85.47 S.F. 275 105 $15,990 40 1974 1990 201 54 $1,952 $15,254 13
Superstructure $25.18 S.F. 275 100 $6,925 50 1960 2010 $6,925
Floor Construction $13.26 S.F. 275 100 $3,646 50 1960 2010 $3,646
Roof Construction $11.92 SF. 275 100 $3,279 50 1960 2010 $3,279

Exterior Enclosure $22.07 S.F. 275 106 $6,419 38 1960 1990 2011 3 $1,952 $6,069 32
Exterior Walls $9.35 S.F. 275 100 $2,570 50 1960 2010 $2,570
Exterior Windows $6.27 S.F. 275 110 $1,897 30 1960 1990 2011 3 $1,725

Exterior Doors $6.45 S.F. 275 110 $1,952 30 1960 1890 $1,952 $1,774 110
Roofing $8.22 S.F. 275 17 $2,646 20 2008 2028 90 $2,260
Roof Coverings $5.85 S.F. 275 120 $1,930 20 2008 2028 90 $1,609
Roof Openings $2.37 S.F. 275 110 $716 20 2008 2028 90 $651
Interiors $2.08 S.F. 275 110 $629 30 1960 1990 2010 $572
Interior Finishes $2.08 S.F. 215 110 $629 30 1960 1990 2010 $572
Floor Finishes $2.08 S.F. 275 110 $629 30 1960 1990 2010 $572
Services $40.58 S.F. 275 110 $12,276 28 1960 1975 2010 $11,160
Electrical $40.58 S.F. 275 110 $12,276 28 1960 1975 2010 $11,160
Lighting and Branch Wiring $34.32 S.F. 275 110 $10,381 30 1960 1990 2010 $9,437
Communications and Security $6.26 S.F. 275 110 $1,895 15 1960 1975 $1,723




City of Eugene .
COMET4 Facility Report Report Date: 08 Oct 2010

Eugene, OR Facility Executive Summary Report

Facility: \Kaufman Center\Kaufman Ctr Outbuilding (continued)

Renewal Schedule:
Systems 2010 2011 2012 2013 2014 2015 2016 2047 2018 2019 2020

Total $1,952 $1,935
Shell $1,952 $1,935
Superstructure
Floor Construction
Roof Construction
Exterior Enclosure $1,952 $1,935
Exterior Walls
Exterior Windows $1,935
Exterior Doors $1,952
Roofing
Roof Coverings
Roof Openings
Interiors
Interior Finishes
Floor Finishes
Services
Electrical
Lighting and Branch Wiring
Communications and Security




‘City of Eugene
COMET4 Facility Report

oy . Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report

Facility: \Kaufman Center\Kaufman Ctr Outbuilding (continued)

Deficiency Sheet:
Deficiency: Surveyor/Update: Rick Rankin Thu, 04-Jun-2009
Assembly: B2030 Priority: 3
System: Exterior Doors Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $1,305.57
Plus or (Minus) Additiona! Cost $0.00

Total Estimated Amount $1,305.57



City of Eugene
COMET4 Facility Report

e . Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report .

Facility: \Kaufman Center\Kaufman House Senior Center
Address: 996 Jefferson St, Eugene, OR

Attributes:
Building Use ‘ Community/Senior Centers
Classification CCP - Community Centers &
Pools
Department LRCS
General Information:
Function: Year Built: 1910

Gross Area: 7,915 S.F. Last Renovation:

Facility Description:

The Kaufman Hoeuse Senior Center, Facility 1D 20601, is located at 966 Jefferson St in Eugene, OR. The two-story with a
basement, 7,915'SF building was constructed in 1910. There have been no additions and only minor renovations. The attached
garage was converted into a game/meeting room, and two wheel chair lifts were added.

STRUCTURE/EXTERIOR CLOSURE: The building foundation appears to rest on continuous spread footlngs with stem walls which
showed no signs of settlement or damage. The building’s basement is of precast construction and did not show signs of
settlement or indications of water infiltration. The superstructure is wood frame, wood floor joists and subfloor floor, with wood
beams and wood roof joists, and pitched roof construction. The exterior enclosure is comprised of painted wood siding on stud
walls and wood frame with operable single pane windows. The exterior doors are solid core wood with glazing. The asphalt
composition shingle roof covering appeared to be in good condition with no reported leaks. The building front and main entrances
appeared to comply with ADA requirements.

INTERIORS: The interior partition walls are primarily painted plaster and lath on stud walls. Interior doors are typically solid core
wood in wood frames and do not have glazing. Interior fittings, inclusive of tack boards, graphics and identifying devices, toilet
accessories, ‘storage shelving, and handrails, appeared to be in fair condition. One toilet has been configured with accessories
which appeared to comply with ADA. Interior graphics, signage, and identifying devices appeared appeared to comply with ADA
requirements. Stair construction includes wood risers and wood treads with rubber finishes. The interior wall finishes are normally
painted plaster and appeared in fair condition. Floor finishes in the common areas are a combination of wood, vinyl composition
tile (VCT), and carpet; in the second floor spaces and basement they are chiefly VCT. The VCT and carpeting are generally in poor
condition. Ceiling finishes in the first floor common areas and second floor are typically painted plaster while in the basement are
2X4 suspended acoustical tile. The ceiling finishes are generally in fair condition.

SERVICES:

PLUMBING: Plumbing fixtures are old but appeared in fair condition. Domestic water distribution is copper, apparently in fair
condition. Sanitary waste system is cast iron in fair condition. The rain water drainage system is external aluminum gutters which
appeared to be in fair condition.

HVAC: Heating is provided by a very old (date of manufacture unknown) gas-fired boiler which appeared to be in fair condition.
The heating distribution system consists of a radiant piping system supplying hot water to radiators and fin tube radiators. There is
no cooling in the building. Fresh air is supplied by infiltration. Ceiling mounted exhaust fans are installed in bathrooms and
ventilation appeared adequate. Controls and instrumentation are manual. The building is not part of the City’s remote energy
management system.

FIRE PROTECTION/LIFE SAFETY: The are no installed fire protection systems in the building. Fire extinguishers are distributed
near fire exits and corridors.

ELECTRICAL: The main-electrical service is fed from a pole mounted transformer, owned and maintained by the local utility
company with a 1-phase, 3-wire, 120/240 volt output to a main distribution panel at the building; this panel was upgraded in 1994.
Power distribution feeder wiring to sub-panels is copper, providing 1-phase, 3-wire, 120/240 volt service and is considered
adequate. The lighting distribution wiring is copper, 1-phase, 3-wire, 120/240 volt serving surface mount fluorescent and
incandescent light fixtures and switches. The building illumination appeared adequate. The branch circuit wiring is copper, 1-
phase, 3-wire, 120/240 volt and serves the electrical receptacles, devices, and other equipment. The branch wiring to devices and
other building equipment appeared to be in fair condition. Emergency and life safety egress and exit lighting systems are not
installed. Exit signs are present at the exit doors and near stairways, but not illuminated. The building exterior appeared poorly
illuminated.

COMMUNICATIONS AND SECURITY: The fire alarm system consists of audible enunciators in interior corridors and appeared not
to comply. with ADA requirements. The fire alarm system is activated by smoke detectors and the system is centrally monitored.
The fire and smoke detection system appeared to comply with current code requirements. The telephone, local area network
(LAN), and data systems are integrated, and do not include dedicated equipment closets or cabinets that are adequately secured,
and the equipment space is not furnished with dedicated conditioned air. The building entry doors security system is actuated by
contact switches which activate audible alarms monitored by Senior Center personnel while open and centrally monitored by
Sonitrol Security System after hours. Doors are secured with keyed door locks. Building entry is monitored by center personnel.
The building does not have a public address, paging system, or video surveillance equipment.

.OTHER ELECTRICAL SYSTEMS: The building does not have an emergency generator or UPS/ATS system.
CONVEYING: The building conveying equipment consists of two wheel chair lifts installed new in 2008.



City of Eugene
COMET4 Facility Report Report Date: 08 Oct 2010
Eugene, OR Facility Executive Summary Report

E. EQUIPMENT & FURNISHINGS:
The building has fixed food service, fixed casework, and window treatments which are beyond design life, but appeared in fair
condition.

Current Repair Cost: $1,570,184.00 Replacement Cost: $2,623,768.00 FCI: 59.84%

20-Mar-2009

20-Mar-2009

20-Mar-2009

20-Mar-2009



City of Eugene
COMET4 Facility Report

. . Report Date: 08 Oct 2010
Eugene, OR , Facility Executive Summary Report

Facility: \Kaufman Center\Kaufman House Senior Center (continued)

Building Condition:

Cale
Unit of - Next Next
System Unit Price$ Meas Qty Renewal% Renawal$ Life Installed Renewal Renewal Cl% Deficlency$ Replacement Value FC1%
Total $331.49 S.F. 7915 107 $2,815,213 44 1919 1910 2012 37 $1,570,183 $2,623,767 60
Substucture $42.93 S.F. 7,915 100 $339,790| - 100 1910 $339,790
Foundations $19.43 SF. 7915 100 $153,810{ 100 1910 $153,810
Standard Foundations $10.39 S.F. 7915 100 $82,240 100 1910 $82,240
Stab on Grade $9.04 SF. 7,915 100 $71,570 100 1910 $71,570
Basement Construction $23.50 S.F. 7.915 100 $185980| 100 1910 $185,980
Basement Excavation $2.51 S.F. 7915 100 $19.856 100 1910 $19,856
Basement Walls $2099{ S.F. 7915 100 $166,124 100 1910 $166,124
Shefl $78.72 S.F. 7.915 104 $648,426 72 1938 1940 2012 20 $623,070
Superstructure $11.48 SF. 7915 100 $90,861 100 1910 $90,861
Floor Construction $6.04 S.F. 7915 100 $47,836{ 100 1910 $47,836
Roof Construction $5.44 S.F. 7915 100 $43,025( 100 1910 T $43,025
Exterior Enclosure $62.88 S.F. 7915 104 $517,403 71 1910 1940 2012 7 $497,734
Exterior Walls $38.04 SF. 7915 100 $301,052}1 100 1910 $301,052
Exterior Wiridows . $13.37 SF. 7915 110 $116,433 30 1910 1940 2012 7 $105,848
Exterior Doors - $11.48 S.F. 7915 110 $90,918 30 1910 1940 2012 7 $90,834
Roofing $4.36 S.F. 7915 116 $40,161 20 2008 2028 90 $34,475
Roof Coverings $2.83 S.F. 7915 120 $26,857 20 2008 2028 980 $22,381
Roof Openings $1.53 S.F. 7915 110 $13,304 20 2008 2028 90 $12,094
Interiors $143.61 S.F. 7915 110 $1,250,323 24 1919 1915 $1,075,047 $1,136,657 95
Interior Construction $23.35 S.F. 7915 110 $203,336 37 1910 1925 $135,889 $184,851 74
Partitions $7.75 SF. 7,915 110 $67,447 7% 1910 $61,316
Interior Doors $12.00 SF. 7915 110 $104,520 20 1910 1930 $104,520 $95,018 110
Fittings $3.60 S.F. 7915 110 $31,369 15 1910 1925 $31,369 $28,517 110
Stairs $12.38 SF. 7915 110 $107,829{ 100 1910 $98,026
Stair Construction $12.38 S.F. 7915 110 $107,829( 100 1910 $98,026
Interior Finishes $107.87 S.F. 7,915 110 $939,158 12 1931 1916 $939,158 $853,780 110
Plaster Walt Finishes $34.79 S.F. 7915 110 $302,887 5 1910 1915 $302,887 $275,352 110
Floor Finishes $19.78 S.F. 7915 110 $172,243 24 1974 1972 $172,243 $156,584 110
Carpeting $17.39 SF. 1,200 110 $22,958 7 1965 1972 $22,958 $20,870 110
Vinyl Composition Tile $11.72 S.F. 1,978 110 $25,502 12 1976 1988 $25,502 $23,184 110
Wood $23.76 S.F. 4,737 110 $123,783 30 1976 2006 $123,783 $112,530 110
Plaster Ceiling Finishes $53.30 S.F. 7.915 110 $464,028 13 1910 1923 $464,028 $421,844 110
Services $57.03 SF 7,915 110 $496,495 23 1917 1910 90 $414,956 $451,359 92
Conveying $9.37 SF. 7915 110 $81,539 20 2008 2028 90 $74,126
Elevators and Lifts $9.37 S.F. 7.915 110 $81,539|. 20 2008 2028 20 $74,126
Plumbing $18.22 S.F. 7915 110 $158,668 27 1910 1930 $158,668 $144,243 110
Plumbing Fixtures $540 S.F. 7,915 110 $46,989 20 1910 1930 $46,989 $42, 7117 110
Domestic Water Distribution $12.09 S.F. 7915 110 $105,301 30 1910 1840 $105,301 $95,728 110
Rain Water Drainage $0.73 S.F. 7.915 110 $6,378 20 1910 1930 $6,378 $5,798 110
HVAC $11.54 SF. 7915 110 $100,484 19 1910 1910 $100,484 $91,350 110
Energy Supply $2.99 S.F. 7915 110 $26,032 30 1910 1940 $26,032 " $23,666 110
Heat Generating Systems $7.59 SF. 7915 110 $66,122 15 1910 1925 $66,122 $60,111 110
Cooling Generating Systems S.F. 7915 0 0 1910 1910
Temminal & Package Units S.F. 7915 [] 15 1910 1925
Other HVAC Systems/Equip $0.96 SF. 7915 110 $8,330 15 1910 1925 $8,330 $7,573 110
Fire Protection S.F. 7915 0 1910 1910
Sprinklers S.F. 7915 [ 0 1910 1910
Standpipes S.F. 7915 0 0 1910 1910
Electrical $17.90 S.F. 7.915 110 $155,804 25 1910 1925 $155,804 $141,640 110
Electrical Service/Distribution $5.94 S.F. 7915 110 $51,674 30 - 1910 1940 $51,674 $46,977 110
Lighting and Branch Wiring $9.03 S.F. 7,915 110 $78,618 25 1910 1935 $78,618 $71,471 110
Communications and Security $070 SF. 7915 110 $6,118 15 1910 1925 $6,118 $5,561 110
Other Electrical Systems $2.23 S.F. 7915 110 $19,394 15 1910 1925 $19,394 $17,631 110
Equipment & Fumishings $9.21 S.F. 7915 110 : $80,180 16 1910 1910 $80,180 $72,891 110
Equipment $2.53 S.F. 7915 110 $21,997 20 1910 1910 $21,997 $19,998 110
Commercial Equipment SF. 7915 0 20 1910 1930
Institutional Equipment SF. 7915 0 20 1910 1930
Vehicular Equipment SF. 7915 0 0 1910 1910
Other Equipment $2.53 SF. 7915 110 $21,907 20 1910 1930 $21,907 $19,998 110
Furnishings $6.68 S.F. 7915 110 $58,183 15 1910 1925 $58,183 $52,893 110
Fixed Fumishings $4.57 SF, 7915 110 $39,830 15 1910 1925 $39,830 $36,209 110
Moveable Fumishings $2.11 SF. 7915 110 $18,353 15 1910 1925 $18,353 $16,684 110
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Facility: \Kaufman Center\Kaufman House Senior Center {continued)

Renewal Schedule:

Systoms 2010 2011 2012 2013 2014 2015 2016 2017 2018 2019 2020
Total $1,570,183 $225,091 $334,412 $26,371 $369,218
Substructure
Foundations
Standard Foundations
Slab on Grade
Basement Construction
Basement Excavation
Basement Walls
Shelt $225,091
Superstructure
Floor Construction
Roof Construction
Exterior Enclosure $225,091
Exterior Walls .
Exterior Windows $121,137
Exterior Doors $103,954
Roofing
Roof Coverings
Roof Openings i
Interiors $1,075,047 $334,412 $26,371 $369.218
Interior Construction $135,889
Partitions
Intesior Doors $104,520
Fittings $31,369
Stairs )
Stair Canstruction .
Interior Finishes $939,158 $334,412 $26,371 $369,218
Plaster Wall Finishes $302,887 $334,412 $369,218
Floor Finishes $172,243 $26,371
Carpeting $22,958 $26,371
Vinyt Composition Tile $25,502
Wood $123,783
Plaster Celling Finishes $464,028
Services $414,956
Conveying .
Elevators and Lifts
Plumbing $158,668
Plumbing Fixtures $46,989
Domestic Water Distribution $105,301
Rain Water Drainage $6,378
HVAC $100,484
Energy Supply $26,032
Heat Generating Systems $66,122
Cooling Generating Systems
Terminal & Package Units
Other HVAC Systems/Equip $8,330
Fire Protection
Sprinklers
Standpipes
Electrical $155,804
Electrical Service/Distribution $51,674
Lighting and Branch Wiring . $78,618
Communications and Security $6,118
Other Elechical Systems $19,394
Equipment & Fumishings $80,180
Equipment $21,997
Commercial Equipment
Institutional Equipment
Vehicular Equipment
Other Equipment $21,997
Fumishings $58,183
Fixed Fumnishings $39,830
Moveable Furnishings $18,353




City of Eugene
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Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman House Senior Center (continued)

Deficiency Sheet:
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: 1020 Priority: 3
System: Interior Doors Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $69,913.20
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $69,913.20
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: C1030 Priority: 3
System: Fittings Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $20,982.67
Plus or (Minus) Additional Cost : $0.00
Total Estimated Amount $20,982.67
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: C3010 Priority: 3
System: Plaster Wall Finishes Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $202,600.26
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $202,600.26
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: C3020410 Priority: 3
System: Wood Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $82,798.02
Plus or (Minus) Additional Cost $0.00

Total Estimated Amount $82,798.02



City of Eugene

Eugene, OR

COMET4 Facility Report

Facility Executive Summary Report

Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman House Senior Center (continued)

Deficiency: Surveyor/Update: Rick Rankin Thu, 04-Jun-2009
Assembly: €3020410 Priority: 3
System: Carpeting Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $15,356.24
Pius or (Minus) Additional Cost $0.00
Total Estimated Amount $15,356.24
Deficiency: Surveyor/Update: Rick Rankin Thu, 04-Jun-2009
Assembly: €3020410 Priority: 3
System: Vinyl Composition Tile Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
: Raw Cost $17,058.22
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $17,058.22
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: C3030 Priority: 3
System: Plaster Ceiling Finishes Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $310,386.73
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $310,386.73
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D2010 Priority: 3
System: Plumbing Fixtures Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:

Raw Cost

Plus or (Minus) Additional Cost

Total Estimated Amount

$31,430.47
$0.00
$31,430.47



City of Eugene

Eugene, OR

Facility Executive Summary Report

COMET4 Facility Report

Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman House Senior Center (continued)

Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D2020 Priority: 3
System: Domestic Water Distribution Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: . Deferred Maintenance
Correction: #Renew System
Note: '
Estimates:
Raw Cost $70,435.59
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $70,435.59
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: ~D2040 Priority: 3
System: - Rain Water Drainage Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $4,266.19
Plus or (Minus) Additional Cost _ $0.00
Total Estimated Amount $4,266.19
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D3010 Priority: 3
System: Energy Supply Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates: »
Raw Cost $17,413.00
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $17,413.00
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D3020 Priority: 3 '
System: Heat Generating Systems Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
i Raw Cost $44,229.02
Plus or (Minus) Additional Cost $0.00

Total Estimated Amount $44,229.02



City of Eugene

Eugene, OR

COMET4 Facility Report
Facility Executive Summary Report

Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman House Senior Center (continued)

Deficiency: Surveyor/Update:  Meredith K Fox Thu, 11-Feb-2010
Assembly: D3090 Priority: 3
System: Other HVAC Systems/Equip Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: " Renew System
Note:
Estimates:
Raw Cost $5,572.16
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $5,572.16
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D5010 . Priority: 3
System: Electrical Service/Distribution Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $34,564.81
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $34,564.81
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D5020 Priority: 3
System: Lighting and Branch Wiring Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: ‘Renew System
Note:
Estimates:
- Raw Cost $52,587.26
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $52,587.26
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D5030 Priority: 3
System: Communications and Security Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $4,092.06
Plus or (Minus) Additional Cost $0.00

Total Estimated Amount $4,092.06



City of Eugene

Eugene, OR

COMET4 Facility Report

_Facility Executive Summary Report

Report Date: 08 Oct 2010

Facility: \Kaufman Center\Kaufman House Senior Center {continued)

Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: D5090 Priority: 3
System: Other Electrical Systems Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $12,972.69
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $12,972.69
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: E1090 Priority: 3
System: Other Equipment Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $14,713.99
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $14,713.99
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: E2010 Priority: 3
System: Fixed Furnishings Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:
Raw Cost $26,641.89
Plus or (Minus) Additional Cost $0.00
Total Estimated Amount $26,641.89
Deficiency: Surveyor/Update: Meredith K Fox Thu, 11-Feb-2010
Assembly: E2020 Priority: 3
System: Moveable Furnishings Quantity: 1
Material: System
Distress: Beyond Useful Life
Category: Deferred Maintenance
Correction: Renew System
Note:
Estimates:

Raw Cost
Plus or (Minus) Additional Cost
Total Estimated Amount

$12,276.17
$0.00
$12,276.17





